o o MISSOURI CLEAN WATER COMMISSION

3.140 Greene County
Seven Gables Truck Port and Restaurant

June 27, 197k

Mr. Andy Little
315 S. Orchard Crest
Springfield, Missouri 658607

Dogar Mr, Little

Enclosed is a copy of a report on lnvestigation of the sewage facilities
serving the Seven Gables Truck Port and Restaurant, Greene County, lMissouri
made on June 20, 1974 which I belisve is self explanatory.

Ab the time of this investigation, Ray Faucett indicated that you owned the
facilities and that he leased them from you.

I trust you will direct your atteniion to the recommendations contained in
this report.

Yours truly,

& Bscia

James A. Burris, P.E.
Acting Regilonal Enginser
Misgsouri Clean Water Commission
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CITY OF SPRINGFIELD, MISSOURI
DEPARTMENT OF PUBLIC HEALTH AND WELFARE
LABORATORY SECTION

Report of Bacteriological Examination of Water Sample

Samples collected by - Higgins, Lyman
Date of Collection - August 15, 1974
Place - Seven Gables Restaurant, West 266
Ouner of water supply - same
Date reported - August 16, 1974 B
Chlorine Membrane Filter
Lab. Source of Residual Staphylococcus Tech., Coliforms Nitrate
No. Sample pPpm per 100 ml. per 100 c.c. Nitrogen ppm
. k4 ;
230 above septic tank Fecal Coliform = 13,000/100 ml.

on surface

229 cast of septic tank ¥ Fecal Coliform
on surface

13,000/100 ml .

¥ Thnouwbadiono S

The above examinations were made by the City of Springfield, Department of Public Health
Laboratory in accordance with the latest edition of Standard Methods of Water Analysis
of the American Public Health Association., At the time this examination was made, the
sample the limits acceptable for drinking purposes.

The safety of a water supply depends upon proper construction and protection against
contamination. A favorable bacteriological analysis alone should not be accepted as
conclusive evidence of the safety of a water supply unless a survey of the supply
indicates no sanitary defects. It is recommended that a water supply used for drinking

purposes be:analyzed routinely. . -
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CITY OF SPRINGFIELD, MISSCURI
DEPARTMENT OF PUBLIC HEALTH AND WELFARE
LABORATORY SECTION

Report of Bacteriological Examination of Water Sample

Samples collected by - Miggins, Lyman
Date of Collection - August 15, 1974
Place - SJeven Gables Restaurant, West 266
Owner of water supply - same
Date reported - August 16, 1974
Chlorine Membrane Filter
Lab. Source of Residual Staphylococcus Tech. Coliforms Nitrate
No. Sample pPpm per 100 ml. per 100 c.c. Nitrogen ppm
230 above septic tank ¥ Fecal Coliform = 13,000/100 ml.

on surface

i)
¥
W

east of septic fank ¥ Fecal Coliform
on surface

i

13,000/100 ml .,

¥ Taouboadion. S%-%5°C

The above examinations were made by the City of Springfield, Department of Public Health
Laboratory in accordance with the latest edition of Standard Methods of Water Analysis
of the American Public Health Association. At the time this examination was made, the
sanmple the limits acceptable for drinking purposes.

The safety of a water supply depends upon proper construction and protection against
contamination. A favorable bacteriological analysis alone should not be accepted as
conclusive evidence of the safety of a water supply unless a survey of the supply

indicates no sanitary defects. It is recommended that a water supply used for drinking
purposes Dbe:analyzed routinely.
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CITY OF SPRINGFIELD, MISSOUR
JDEPARTMENT OF PUBLIC HEALTH AND WELFARE
. GENERAL SANITATION SECTION

UNOFFICIAL
Date August 14, 1074 (Fill in this space if illness occurred)
Time A.M.,_ 2:30 P.M, No., persons ill Symptama
Lab, Wo, Wysc 225
Time of ingestion

Sealed ( )} Unsealed (Xx) Time of onset of symptoms
Official (x ) Unofficial ( )
Sample submitted by:

Name He Criswell B. ! amberson

Address Room 210, City Hall , Missouri

Sample of __ wastewater Perishable ( ) Non-perishable ( )

Condition of sample on arrival s Satisfactory ( ) Unsatisfactory ( ) Iced ( )

Name of Manufacturer j__iigygn_ﬁgngs Restaurant and Truck Sicp
(If not same as above

Address West Hwy. 266, springfield , Missouri
Reason for analysis suspected septic tank surfacing

TESTS TO BE RUN:

Chemical & Physical -~ -~ = Common Poisons ( ), Federal Standards ( ), Insects

Eggs & Larvae ), Insect fragments ( ), Sulphites ( ), Preservatives ( )
Starches or cerals ( ), Filth ( ), Other ( ),
Bacteriological ~ = = = =

Total Count { ), Coliform ( ), Other _ fecal coliform, fecal sirep

o Bk

£~ Sample raceived]by

SAMPLING BOTTLES NOT OFF!CIAL

-~

,ﬂl - ]
LABCRATORY RESULTS & CONCLUSIONS: Analyst c%gﬁ.(/.’/f.(;_ﬁ:é@,. ____Date__ August 16, 1974

1000/100 ml.  Incubated at 44-45°C.
>100 <500,000/100 ml .

Fecal Coliform

Fecal sirep

(Use back for additicnal information)
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CITY OF SPRINGFIELD, MISSOUR
,DEPARTMENT OF PUBLIC HEALTH AND WELFARE
' GENERAL SANITATION SECTION

UNOFFICIAL
Date August 14, 1974 (Fill in this space if ilIness occurred)
Time AM,, 2:30 P.M, No., persons i1l Symptoms

Lab, Moo Jh1sc 226 VW=

Time of ingestion
Sealed ( ) Unsealed (X ) Time of oneet of symptoms
Official ( X) Unofficial ( )

Sample submitted by:

Name He Criswell B. Lambersopn
Address Room 210, Citv Hall s Missourl
Sample of __ wastewater Perishable ( ) Non-perishable ( )

Condition of sample on arrival : Satisfactory ( ) Unsatisfactory ( ) Iced ( )

Name of Manufacturer Seven GAbles Restaurant and Truck Stop
(If not same as above) a

Address West Hwye. 266, Springfield , Missouri

Reason for analysis suspected septic tank surfacing

TESTS TO BE RUN:

Chemical & Physical — ~ ~ Common Poisons ( ), Federal Standards ( ), Insects

Eggs & Larvae ), Insect fragments ( ), Sulphites ( ), Preservatives ( )
Starches or cerals ( ), Filth ( ), Other ( ),
Bacteriological = - = = =

Total Count t ), Coliform ( ), Other fecal coliform. fecal strep

-~ /,-. =
/ :
(\ixfiiéLi;ﬁ?/ E;NZLJ?QJ

Sample recedved by

SAMPLING BOTTLES NOT OFFICIAL

LABORATORY RESULTS & CONCLUSIONS: Analyst ‘%’cfb o Q gﬂ{@ Date_ August 16, 1974

Fecal Coliform = 29,000/100 ml. Incubated at 44-45°C.
160,000/100 ml.

Fecal Sftrep

(Use back for additicnal information)
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